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REPORT OF  
LEAD BASED PAINT AND ASBESTOS SURVEYS 

 
BUILDINGS 4023 AND 4051 
FORT BENNING, GEORGIA 

 
  
 
 
1.0 INTRODUCTION 
 
Unified Testing & Engineering Services, Inc. (UTS) representatives performed lead-based paint and 
asbestos surveys for the subject facilities on April 29, 2005. The inspections were performed in an 
attempt to identify areas of lead based paint and to collect and analyze typical suspect asbestos-containing 
materials in the buildings prior to demolition. UTS conducted a complete and comprehensive inspection 
for lead-based paint and asbestos-containing materials in the areas of the building that will be disturbed 
by construction under the proposed contract. The following report and enclosed data provides a summary 
of the findings of this survey. Please note that UTS did not inspect or survey the subject facility for any 
environmental concerns other than the lead based paint and asbestos and that the inspections were limited 
to Buildings 4023 and 4051. 
 
 
 
2.0 SITE INFORMATION 
 
Building 4023 is a slab on grade wood frame construction with a shingled roof. Building 4051 is a wood 
frame structure with tin siding and roofing. The date of construction for the buildings in unknown. 
 
 
 
3.0 LEAD-BASED PAINT INSPECTION PROCEDURES 
 
On April 29, 2005, UTS representative James A. Matthews mobilized to the subject facility. Utilizing a 
Niton XL Model 309 XRF unit, Serial Number 6243 Mr. Matthews performed an inspection of the 
interior and exterior surfaces of the facilities.  
 
The Lead Based Paint XRF Test Results found in Appendix B indicate the results delivered by the Niton 
Model 309 XRF manufacturer's programming format for positive or negative results based upon HUD 
guidelines for LBP.  HUD considers an XRF test indicating paint in concentrations of 1.0 milligrams per 
square centimeter (mg/square cm) or greater as positive; concentrations less than 1.0 mg/ square cm are 
considered negative. The actual lead content results are provided in the column labeled PbL. In test where 
lead was indicated, the XRF was operated to a precision of + or - 0.1 mg/square cm.  Locations of 
components tested are designated as sides A, B, C and D, with Side A being the side of the structure 
containing the main entrance. Sides B, C and D are labeled in a clockwise manner around the structure to 
describe testing locations of both exterior and interior components. 
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During the inspection Mr. Matthews made two calibration checks of the Niton XL. Each calibration check 
included three test shots for a total of 6 tests during the day.  The inspection included 66 more tests, for a 
total of 72 XRF tests performed at the subject property. Appendix A is the calibration check test results. 
Appendix B contains the XRF computer printing which lists the XRF number, location, and results of 
each test.  A diagram of the sampling locations which tested positive for lead-based paint is included in 
Appendix C. 
 
 
 
4.0 POSITIVE RESULTS 
 
The following table summarizes locations of lead-based paint containing components detected in 
concentrations of 1.0 mg/cm squared or greater as defined by HUD.  For specific test locations and 
results, please refer to Appendix B of this report.  
 

   
TABLE 1: 

IDENTIFIED LEAD BASED PAINT CONTAINING COMPONENTS 
BUILDING 4023 

Substrate Component Location Color 

Wood Siding Exterior Side A Off-White 

Wood Siding Exterior Side B Off-White 

Wood Siding Exterior Side C Off-White 

Wood Window Sill Exterior Side B Off-White 

Wood Door Jamb Exterior Side A Brown 

Wood Door Jamb Exterior Side A Off-White 

Wood Exposed Wall Stud Room 1 Side C White 

Wood Chair Rail Bath Side A White 

Wood Window Sash Room 1 Side B Brown 

Concrete Wall Room 1 Side B Yellow 

Concrete Floor Room 1 Yellow 

Wood Window Stool Bath 2 Side D White 
 
 

TABLE 2: 
IDENTIFIED LEAD BASED PAINT CONTAINING COMPONENTS 

BUILDING 4051 
Substrate Component Location Color 

No painted components present for testing 
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5.0   ASBESTOS SURVEY AND SAMPLING STRATEGY 
 
A walk-through visual inspection for suspected ACBM was performed within the proposed renovation 
area of subject facility. Materials suspected of containing asbestos were noted as to type and location.  
The suspect asbestos-containing materials (SACM) sampled are as follows: 
 
 

TABLE 3:  
SAMPLED SUSPECT ASBESTOS MATERIALS 

BUILDING 4023 
Sample No. Material Identification Location of Material 

FB1-1 12” x 12” Beige Floor Tile Room 2 

FB1-2 12” x 12” Beige Floor Tile Room 2 

FB1-3 12” x 12” Beige Floor Tile Bath 2 

FB1-4 12” x 12” Beige Floor Tile Room 3 

FB1-5 12” x 12” Beige Floor Tile Room 4 

FB2-1 2’ x 4’ Ceiling Tile Room 2 

FB2-2 2’ x 4’ Ceiling Tile Room 2 

FB2-3 2’ x 4’ Ceiling Tile Room 3 

FB3-1 2’ x 2’ Ceiling Tile Room 4 

FB3-2 2’ x 2’ Ceiling Tile Room 4 

FB3-3 2’ x 2’ Ceiling Tile Room 4 

FB4-1 Drywall Room 2 

FB4-2 Drywall Room 3 

FB4-3 Drywall Room 4 

FB4-4 Drywall Room 1 

FB4-5 Drywall Room 1 Ceiling 

FB5-1 Roofing Material Exterior Roof 

FB5-2 Roofing Material Exterior Roof 

FB5-3 Roofing Material Exterior Roof 

FB6-1 Window Caulk Exterior Window 

FB6-2 Window Caulk Exterior Window 

FB6-3 Window Caulk Exterior Window 
 
 

TABLE 4:  
SAMPLED SUSPECT ASBESTOS MATERIALS 

BUILDING 4051 

Sample No. Material Identification Location of Material 
No suspect asbestos containing materials were present for sampling 
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6.0 LABORATORY ANALYSIS AND RESULTS 
 
Suspect asbestos bulk samples obtained were shipped with an associated chain of custody to Materials 
Analytical Services (MAS) in Suwanee, Georgia. MAS is accredited under the National Institute of 
Standards and Technology (NIST) National Voluntary Laboratory Accreditation Program (NVLAP); 
MAS’s NVLAP Lab Code is 101235-0. Samples were analyzed using Polarized Light Microscopy (PLM) 
and dispersion staining.  This procedure is described in an Appendix to EPA CFR 763.  Polarized light 
microscopy is a technique that is used to identify asbestos fibers by their shape and unique optical 
properties.  The percentage composition of each bulk sample was visually estimated.  This is EPA's 
preferred method for analyzing bulk material samples for asbestos.  
 
Detailed results of our laboratory analysis for each SACM sample are included in Appendix D to this 
report.  A sampling diagram is provided in Appendix C.  Appendix E contains photographs of the subject 
facilities. The following materials were identified or assumed to be asbestos-containing materials: 
 

TABLE 5: 
IDENTIFIED ASBESTOS CONTAINING MATERIALS 

Sample 
Number Material Identification 

Location of 
Material 

Asbestos 
Content Quantity 

NESHAP 
Class 

FB1-1 Mastic associated with 
12” x 12” Beige Floor Tile Room 2 6% Chrysotile Approx. 

522 ft2
Non-Friable,
Category 1 

FB1-2 Mastic associated with 
12” x 12” Beige Floor Tile Room 2 5% Chrysotile  Non-Friable,

Category 1 

FB1-5 Mastic associated with 
12” x 12” Beige Floor Tile Room 4 12% Chrysotile Approx. 

135 ft2
Non-Friable,
Category 1 

FB6-1 Window Caulk Exterior Window 3% Chrysotile Approx. 
224 lf 

Friable, 
RACM 

FB6-2 Window Caulk Exterior Window 3% Chrysotile  Friable, 
RACM 

FB6-3 Window Caulk Exterior Window 3% Chrysotile  Friable, 
RACM 

Notes: 1. Samples FB1-1 and FB1-2 are located within the same room; estimated quantity of material to be 
removed in the room is listed with Sample FB1-1. 

2. All window caulking materials are similar; estimated quantity of material to be abated from the 
entire building is listed with sample FB6-1. 

 
In conclusion, note that our survey was limited to the building materials located associated with Buildings 
4023 and 4051. 
 
 
7.0 NOTES AND COMMENTS 
 
The scope of our service was limited to providing a limited lead based paint and asbestos survey in areas 
scheduled for renovation. UTS did not perform a lead based paint risk assessment or consultation for this 
project. Should the testing provided indicate the presence of lead based paint or asbestos you may contact 
UTS to provide additional services or you may contact one of the following for assistance: 
 
 -Local Health Department 
 -US Environmental Protection Agency 
 -US Department of Housing and Urban Development 
 -Nearest Poison Control Center 
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Please note that lead based paint and asbestos containing materials should not be disturbed without proper 
training and equipment.  
 
 
8.0 DISCLOSURE STATEMENT 
 
A copy of this report must be provided to purchasers and made available to new tenants of this property 
under Federal law (24 CFR part 35 and 40 CFR part 745) before they become obligated under a lease or 
sales contract. Landlords and sellers are also required to distribute an educational pamphlet and include 
standard warning language in their leases or sales contracts to ensure that parents have the information 
they need to protect their children from lead-based paint hazards.  
 
 

- END OF REPORT -
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DIAGRAM FOR IDENTIFICATION OF LEAD-BASED PAINT CONTAINING COMPONENTS 

PROJECT NAME: Building 4023 DATE OF INSPECTION: April 29, 2005 
Fort  Benning, Georgia UTS PROJECT NO.  E-MC01-550-001 

Drawing Not to Scale DRAWING SOURCE: Merrick & Co. 
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SAMPLING DIAGRAM 
FOR IDENTIFICATION OF SUSPECT ASBESTOS-CONTAINING BUILDING MATERIALS 

PROJECT NAME: Building 4023 DATE OF INSPECTION: April 29, 2005 
Fort  Benning, Georgia UTS PROJECT NO.  E-MC01-550-001 

Drawing Not to Scale DRAWING SOURCE: Merrick & Co. 
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DIAGRAM FOR IDENTIFICATION OF ASBESTOS-CONTAINING BUILDING MATERIALS 

PROJECT NAME: Building 4023 DATE OF INSPECTION: April 29, 2005 
Fort  Benning, Georgia UTS PROJECT NO.  E-MC01-550-001 

Drawing Not to Scale DRAWING SOURCE: Merrick & Co. 
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PHOTOGRAPH  LOG 
LEAD-BASED PAINT AND ASBESTOS INSPECTIONS 

BUILDINGS 4023 AND 4051 
FORT BENNING, GEORGIA 

PHOTOGRAPH 
NUMBER 

PHOTOGRAPH 

REVIEW AND COMMENTS 
1 Building 4023 Exterior Side A 
2 Building 4023 Exterior Side B 
3 Building 4023 Exterior Side C 
4 Building 4023 Exterior Side D 
5 Building 4023 12” x 12” Beige Floor Tile 
6 Building 4023 2’ x 4’ Ceiling Tile 
7 Building 4023 2’ x 2’ Ceiling Tile 
8 Building 4023 Drywall 
9 Building 4023 Roofing Material 

10 Building 4023 Window Caulk 
11 Building 4051 Exterior Side A 
12 Building 4051 Exterior Side B 
13 Building 4051 Exterior Side C 
14 Building 4051 Exterior Side D 
15 Building 4051 Building Interior 
16 Building 4051 Building Interior 
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Project Location:  Ft Benning, GA Table 1 - ROC/AAR
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Reference

PAR FEATURE REMARKS 

CATEGORY 1 - SUSTAINABLE SITES
1.R1 Sediment/Erosion Control Plan R R X   
1.C1 Avoid undesirable sites 1 1 X  
 Site adjacencies/compatibility 1 1 X  
1.C2 Increase density 1  X  
 Minimize new infrastructure 1 1 X  
1.C3 Brownfield 1  X  
1.C4 Proximity to transit system 1  X  
 Bike racks & showers 1  X  
 Proximity to alternative fuel station 1  X  
 Parking capacity, carpool parking 1 1 X  
1.C5 Limited site disturbance , restoration 1 1 X  
 Reduced footprint 1  X  
1.C6 Stormwater runoff rate 1  X  
 Stormwater treatment 1  X  
1.C7 Reduce site heat islands 1 1 X  
 Reduce roof heat islands 1 1 X  
1.C8 Reduce light pollution 1  X  
1.C9 Optimize site features 1  X  
1.C10 Cluster facilities 1  X  
 Mitigate offsite impacts 1  X  
1.C11 Site Ecology 1  X  

CATEGORY 2 – WATER EFFICIENCY
2.C1 High efficiency irrigation/recycle site water 1  X
 No irrigation 1 1 X  
2.C2 Innovative wastewater technologies 1  X  
2.C3 20% Water use reduction 1  X  
 30% Water use reduction 1  X  

CATEGORY 3 – ENERGY AND ATMOSPHERE
3.R1 Building commissioning R R X   
3.R2 Minimum energy performance R R X   
3.R3 CFC Reduction R R X   
3.C1 Optimize energy performance 20  X
3.C2 5% Onsite renewable energy 1  X
 10% onsite renewable energy 1  X
 15% onsite renewable energy 1  X
 20% onsite renewable energy 1  X
3.C3 Additional commissioning 1  
3.C5 Measurement and verification 1  X
3.C6 Green power 1  X  
3.C7 Distributed generation 1  X  

CATEGORY 4 – MATERIALS AND RESOURCES
4.R1 Storage & collection of recyclables R R X   
4.C1 Building reuse 3  X  
4.C2 Reduce construction waste 50% (by weight) 1 1 X
 Reduce construction waste addl. 25% 1 1 X
4.C3 5% Salvage/reused materials (by cost) 1  X
 Salvage/reused materials addl. 5% 1  X
4.C4  25% Materials recycled content (by cost) 1  X  

25% Additional materials recycled content 1  X
4.C5 20% (by cost) Regionally manuf. materials (within 500 miles) 1 1 X  

10% Regionally extracted materials (within 500 miles) 1 1 X
4.C6 Rapidly renewable materials 1 1 X
4.C7 Certified wood 1 1 X

CATEGORY 5 – INDOOR ENVIRONMENTAL QUALITY 
5.R1 Minimum IAQ performance R R X   
5.R2 Environmental tobacco smoke R R X   
5.C1 IAQ monitoring 1  X  
5.C2 Increase ventilation effectiveness 1 1 X  
5.C3 SMACNA/absorptive mtls/filtration 1   X

Flushout/baseline IAQ test 1   X
5.C4 Adhesive/sealant VOC 1 1 X    

Green Seal paints & coatings 1 1 X  
CRI Green Label carpet 1  X  
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No urea/formaldehyde resins 1  X  
5.C5 Indoor pollutant source control 1 1 X  
5.C6 Operable windows, perimeter light controls 1 1 X  

Non-perimeter controls 1  X  
5.C7 ASHRAE thermal comfort stds 1  X  

Temperature/humidity monitoring 1  X  
5.C8 75% daylighting 1  X  

90% outdoor view 1  X  
5.C9 Noise control 1 1 X  
5.C10 IAQ management plan 1 1 X  

CATEGORY 6 – FACILITY DELIVERY PROCESS
6.C1 Team leader experience 1 1 X  

Train team 1 1 X  
Identify project goals 1 1 X

Charettes 1 1 X
Resolve tradeoffs 2  X
Document results 1 1 X

CATEGORY 7 – CURRENT MISSION
7.C1 Develop O&M plan 2  X

Durable materials 1  X  
7.C2 Quality indoor environment 1  X  

Functional work environment 1  X  
Healthy work environment 1  X  

CATEGORY 8 – FUTURE MISSIONS
8.C1 Determine functional life 1  X  

Determine building life 1  X  
8.C2 Design for future uses 1  X  

Minimize building size 1  X  
TOTAL 100 26  

NOTES:1.  POINTS INDICATED IN THIS COLUMN ARE INHERENT WITHIN THE DESIGN AND NO FURTHER
DOCUMENTATION OTHER THAN SUBMITTALS IS REQUIRED BY THE CONTRACTOR.
2.  POINTS INDICATED IN THIS COLUMN ARE DEPENDENT ON CUMULATIVE MATERIAL OR PRODUCT SELECTION 
AND SHALL BE DOCUMENTED BY THE CONTRACTOR.
3.  POINTS INDICATED IN THIS COLUMN ARE DEPENDENT ON CONSTRUCTION PRACTICES 
AND SHALL BE DOCUMENTED BY THE CONTRACTOR.
4.  SEE SPIRIT 1.4.1 AND LEED 2.0 REFERENCE GUIDE FOR FULL DESCRIPTION OF REQUIREMENTS 
FOR EACH ITEM. 
5.  ITEMS MARKED WITH AN "R"OR A NUMBER GREATER THAN ZERO ARE PROJECT REQUIREMENTS AND 
MUST BE DOCUMENTED ACCORDING TO THE COLUMN INDICATED.
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